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Activities in laboratories, workshops, and offices can be significantly affected by their ambiance and environmental conditions,
such as lighting, humidity, and temperature. This research focuses on laboratories and aims to improve people’s performance of
activities inside them. To this end, we have developed a cyber-physical system (CPS) for a smart/intelligent laboratory environment
which is able to dynamically and automatically interpret and regulate environmental conditions. In this paper, we present the
CPS development framework. The proposed CPS can measure, analyze, and regulate the thermal comfort. In order to prolong the
lifetime of the system, mechanisms for low-volume communication, distributed computation, and habit-based adaptive control are
proposed. Evaluations of an on-site deployment verify the functionality of the proposed CPS. Although our focus is on laboratories,
this research can be applied to other similar environments, which are intended to support human performance and productivity,
and has implications for the creation of smart cities.
1. Introduction
Cyber-physical systems (CPSs) contain numerous distribut-
ed, linked, and autonomously operated sensor and actuator
nodes [1–5]. Generally, CPS can be used to gather adequate
information about the physical environment via sensors and
eventually provide useful and prompt services for people
via actuators and computers. From the system perspective,
computation, communication, and control are integrated
in CPS, in order to manipulate cyber/physical devices in
response to data fed from sensors. Results showed that CPS
can be used for indoor applications [6–8]. Despite this, CPSs
have seldom been seeing used in improving and maintaining
performance of activities in schools and laboratories.
Activities carried out in laboratories have become
increasingly sophisticated and highly complicated. Different
technologies have been proposed to integrate tools and
services for the management of laboratories [9–11]. However,
existing technologies are mainly about facilitating analytic
activities (e.g., data collection, measurement, and interpre-
tation) and postanalytic activities (e.g., reporting of results).
As with any performance-based environment, the ambiance
and environmental conditions of a laboratory can signifi-
cantly affect the result of experiments and other activities
carried out with it. For examples, people have to work
with different hazardous chemical substances (i.e., solvents,
catalysts, reagents, and products) and environment-sensitive
equipment. Variations in the laboratory environmental con-
ditions can significantly impact, and at times deteriorate,
the performance of laboratory activities. Therefore, a proper
preanalytic interpretation and regulation of environmental
conditions in laboratories can lead to a better environment for
transforming measured data into more accurate and mean-
ingful results. In other words, a “smart/intelligent laboratory”
is essential for automatic moderation and regulation of the
environment, such that the laboratory is reliable, efficient, and
effective for activities anywhere and anytime. This issue does
not seem to have been explored in great detail by researchers;
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Table 1: Examples of CPS functions in a smart laboratory.
Areas of work Services for staffs Services for facilities Relevant physical quantities
Utilizing
resources
Recommending nearby
resources;
avoiding interrupts of activities
Saving and harvesting energy;
managing and tracking available resources;
coordinating work space for operations;
preventively maintaining of equipment
Air pressure; air movement; power;
temperature; particulates; current;
luminosity; (relative) humidity;
liquid flow; ultrasound; magnetic field
Ensuring
safety
Sparking alert;
recording attendances;
broadcasting events of accidents;
identifying users
Monitoring infrastructure;
managing inventory;
ensuring the availability of safety
equipment;
assessing incidents or abnormalities;
storing reagents and chemicals properly
Rotation; acceleration; collusion;
vibration; presence; orientation;
luminosity; infrared; visual;
hall effect; impact; stretch
Protecting
health Monitoring health
Tracing and authenticating dangerous
materials;
monitoring thermal comfort;
preventive maintaining equipment
Toxic gas; particulates; temperature;
air movement; luminosity;
relative humidity
yet, it is significant not only to laboratories but also to many
similar environments, including offices, hospital rooms, and
factory workshops. Preliminary, a wireless sensor network
(WSN) had been proposed for collecting information of
environmental conditions in a laboratory [12]. However,
the WSN cannot convert measured data into meaningful
knowledge through statistical analysis, and it also cannot
provide services to regulate the environment dynamically and
automatically because of the absence of actuators and control
algorithms in the system.
In this paper, we describe how a smart laboratory can be
constructed via a CPS, for gathering and acting on relevant
information in laboratories. In the proposed system, thermal
comfort is used as an example of the environmental factor
for regulation. The major contributions of our paper are as
follows.
(i) We have created a complete development framework
of a smart laboratory via a CPS, based on both
theoretical analyses and practical experience. In par-
ticular, we identified various possible services for staff
and facilities and their relevant physical quantities
(or environmental conditions) that can and perhaps
should be regulated.
(ii) We have deployed the CPS in a realistic environment.
In particular, we have developed hardware prototypes
and necessary operation mechanisms for the system.
(iii) We have partially distributed computations to sen-
sor nodes for low-power operations and prompt
responses.
(iv) We have developed habit-based adaptive control and
low-volume communication mechanisms for low-
power operation in nodes.
This paper is structured as follows. After the introduction
of smart laboratories in Section 2, requirements of a smart
laboratory environment as well as the discussion of compu-
tation, control, and communication in the CPS are presented
in Section 3.The performance evaluation of the implemented
CPS is shown in Section 4.
2. Regulating Thermal Comfort in
a Smart Laboratory
2.1. Roles of a Smart Laboratory. Themain purpose of a smart
laboratory is to enhance the efficiency of working activities in
laboratories by providing an environment that is comfortable
and suits the needs of people. In particular, a smart laboratory
should be able to
(1) optimize work efficiency;
(2) protect people from recognized hazards, such as fires
and accidental spill of chemical and bacteria;
(3) minimize the risk of injury and occupational illness
as well as damage of equipment and the environment;
(4) track the existence of people and equipment for
maintaining safety and security;
(5) reduce consumption of power and other resources
without deteriorating efficiency of research activities.
In order to achieve the aforementioned outcomes, different
physical quantities should be measured and regulated in
dynamic and automated manner. Examples of design con-
cerns and relevant physical quantities are shown in Table 1.
2.2. RegulatingThermal Comfort in Laboratories. In themon-
itoring of a laboratory, one of the major relevant physical
quantities is thermal comfort. Factors determining thermal
comfort include air temperature, radiant temperature, air
speed, and relative humidity (RH). A poor thermal comfort
condition can lead to dissatisfaction and discomfort and
eventually a reduction in concentration and work perfor-
mance [13, 14]. For example, people become uncomfortable
when the RH of the environment is lower than 25% or higher
than 60%.A range of operative temperature andRH thatmeet
the thermal comfort criteria can be found in [15].
In order to standardize the analysis process, according to
the ISO 7730 standard, the predicted mean vote (PMV) can
be used as a quantitative indicator to forecast the mean value
of votes for a large group of people on the seven-/eleven-
point thermal sensation scale (as shown in Table 2) [16] in an
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Table 2: Eleven-/seven-point general/indoor thermal sensation
scale.
Index Condition
+5 Extremely hot (outdoor)
+4 Very hot (outdoor)
+3 Hot
+2 Warm
+1 Slightly warm
0 Neutral
−5 Extremely cold (outdoor)
−4 Very cold (outdoor)
−3 Cold
−2 Cool
−1 Slightly cool
environment. In addition, the Percentage of Persons Dissat-
isfied (PPD) is a related index that establishes a quantitative
prediction of the percentage of thermally dissatisfied people
who feel too cold or too hot (i.e., uncomfortable).
Meanwhile, reliability of equipment can also be affected
by temperature and RH (i.e., thermal comfort). For example,
lowRHmay cause problemswith static electricity, whichmay
cause damages to static-sensitive equipment and materials.
Similarly, it may cause fires and explosions when working
with flammable liquids and gases. On the other hand, when
the RH is high (e.g. >70%), there may be condensations
on surfaces of instruments, which leads to corrosions and
moisture-related deteriorations. Therefore, these quantities
should be moderated automatically and dynamically.
2.3. Challenges of Deploying CPS in Laboratories. There are
a few challenges in the deployment of CPS in general envi-
ronments, such as power supply for the system, processing
of measured data, and communications between nodes. In
laboratories, there are a few specific requirements for the
deployment of CPS.
(i) Nodes should be placed seamlessly, such that nodes
canmeasure realistic environments and provide effec-
tive services and prevent destructions by the impact of
equipment and human activities.
(ii) Most power plugs are assumed to be used by existing,
or future, equipment; therefore only the base station
(BS) can be powered by a power plug. Nodes are
usually powered by portable battery packs.
(iii) Wireless communication may be blocked by physical
obstacles (e.g., wall structures) and electromagnetic
obstacles (e.g., instruments and computers).
3. Development of
a Smart Laboratory via a CPS
3.1. Deployed Environment. The proposed CPS has been
tested in an engineering project laboratory in a medium size
university located in a developed city. In the studied semester,
about 150 students had to use microprocessor boards as well
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Figure 1: The deployment of the CPS in the laboratory. The black
square, black circles, black triangles, grey squares, and white rect-
angles denote the BS, sensor nodes, actuator nodes, wall structures,
and laboratory benches, respectively.
as peripheral sensors and actuators to design engineering
machines [17, 18]. The floor plan of the laboratory and
positions of deployed nodes are shown in Figure 1. Since
many students had to work at the same time before the
demonstration and main vents in the laboratory were not
distributed evenly, there were areas with poor ventilations
and thermal comfort. Therefore, a CPS was deployed for reg-
ulating the thermal comfort of the laboratory. In particular,
in order to ensure a complete coverage of surveillance and
avoid power-expensive multihop wireless communication,
the BS was placed in the middle of the laboratory, with nodes
distributed throughout the laboratory.
The number of base stations, sensor nodes, and actuator
nodes (Figure 2) is mainly based on the applied node place-
ment strategy and specifications of hardware. For example, if
the maximum coverage radius of sensor nodes is 3.9 meters,
35 sensor nodes are able to serve about 93% of the laboratory
area. Fewer nodes are needed if only a few important regions
instead of the entire laboratory are supervised. Meanwhile,
only one base station is needed to control all nodes, since
the base station is placed near the centre of the laboratory,
and the communication range of nodes is long enough for
communications.
3.2. Hardware of Nodes. In the proposed CPS, an Arduino-
compatible and transceiver-embedded microcontroller plat-
form Zigduino is used as the backbone of nodes and the BS.
Implemented sensor node and actuator node are shown in
Figure 3. Sensors are installed on sensor nodes for measuring
humidity, temperature, luminosity, and presence of people.
In particular, a human infrared motion sensor is used as an
occupancy sensor. In other words, when a person is tracked
by the sensor, the system starts to assume that there are
human laboratory activities.
Meanwhile, electrical fans, electrical buzzers, and light
emitting diodes are installed on actuator nodes for notify-
ing and introducing motions. Furthermore, since the fan
consumes a large power for operations, it is powered by a
separated battery pack.
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Figure 2: Block diagram of nodes: (a) sensor node and (b) actuator
node.
3.3. Distributed Computations for Regulating the Thermal
Comfort. The PMV model predicts human comfort as a
function of four environmental variables (i.e., air temper-
ature, radiant temperature, air speed, and humidity) and
two personal variables (clothing and physical activity). In
particular, the PMVmodel and PPD are described as follows
[16]:
PMV = (0.303𝑒−0.036𝑀 + 0.028) (𝑀 −𝑊)
− 3.05 × 10
−3
[5733 − 6.99 (𝑀 −𝑊) − 𝑝
𝑎
]
− 0.42 [(𝑀 −𝑊) − 58.15] − 0.0014𝑀 (34 − 𝑡
𝑎
)
− 1.7 × 10
−5
𝑀(5867 − 𝑝
𝑎
) − 𝑓clℎ𝑐 (𝑡cl − 𝑡𝑎)
− 3.96 × 10
−8
𝑓cl [(𝑡cl + 273)
4
− (𝑡
𝑟
+ 273)
4
] ,
(1)
𝑡cl = 35.7 − 0.028 (𝑀 −𝑊)
− 𝐼cl {3.96 × 10
−8
𝑓cl [(𝑡cl + 273)
4
− (𝑡
𝑟
+ 273)
4
]
+𝑓clℎ𝑐 (𝑡cl − 𝑡𝑎) } ,
(2)
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(3)
𝑓cl = {
1 + 1.290𝑙cl for 𝑙cl ≤ 0.078m
2k/W,
1.05 + 0.645𝑙cl for 𝑙cl > 0.078m
2k/W,
(4)
PPD = 100 − 95𝑒(−0.03353PMV
4
−0.2179PMV2)
,
(5)
where𝑀 is the metabolic rate,𝑊 is the effective mechanical
power, 𝐼cl is the clothing insulation, 𝑓cl is the clothing surface
area factor, 𝑡
𝑎
is the air temperature, 𝑡
𝑟
is the mean radiant
temperature, Var is the relative air velocity, 𝑝𝑎 is the water
vapor partial pressure, ℎ
𝑐
is the convective heat transfer
coefficient, and 𝑡cl is the clothing surface temperature. Since
the application is for moderating activities in laboratories,
𝐼cl := 1 for typical clothing in laboratory (i.e., wearing shirt,
trousers, jacket, socks, and shoes); 𝑀 := 80 for standing
with sedentary activity;𝑊 := 0 for indoor mechanical work;
𝑡
𝑎
:= 𝑡
𝑟
and Var := 0 for the laboratory environment.
Empirical relationship between PPD with a thermal
environment as a function of the PMV is shown in Fig-
ure 4. Furthermore, Figure 5 shows an empirical relationship
between the thermal environment as a function of the PMV
with ambient air temperature, relative air velocity, and relative
humidity. In this example, 𝑀 := 80, 𝑊 := 0, and 𝑡
𝑎
:= 𝑡
𝑟
.
In general indoor laboratory environments, there is a higher
PMV if there is a higher 𝑡
𝑟
, a higher 𝑝
𝑎
, and a lower Var.
Furthermore, PMV is significantly influenced by the ambient
air temperature.
In the implemented system, given the predetermined
parameters, we can calculate 𝑡cl and ℎ𝑐 by iteratively applying
(2), (3), and (4). Finally, we can estimate PMVandPPDvia (1)
and (5). In particular, PMV and PPD are computed separately
by sensor nodes and the BS.Messages will be sent to actuators
for actions in the following situations.
(I) “Hazard” messages will be sent from the sensor node
to its neighbor actuator node and the BS if (i) its
current |PMV| > 1.5, (ii) the change of |PMV| is
significant, and (iii) its |PMV| > 1 for 10 sensing
operations.
(II) Activating messages will be sent from the BS to all
actuator nodes if (i) average |PMV| of the system
>0.75, (ii) the difference of node’s |PMV| of the system
>0.4, and (iii) the system |PMV| > 1 for 20 sensing
operations.
Communication mechanisms in situations with different
temperature and RH are similar and are not discussed here.
3.4. Distributed Computations for Analyzing the Environment.
Values of temperature and RH are sent from sensor nodes
to the BS. Since characteristics (e.g., reliability and redun-
dancy) of machine-generated data are different from human-
generated data, processing algorithms have been used in
sensor nodes, such that noise spikes of measured data can
be detected by sensor nodes directly, without processing
through the BS.This can simplify the notification process and
reduce the traffic of redundant data communication.
In parallel, computation algorithms have been installed
in the BS (Zigduino board) to perform system-level analysis,
generate histograms and relevant statistics (i.e., minimum,
maximum, (running) average, and standard deviation (SD)),
and eventually providemeaningful regulatory services for the
laboratory. For example, short-term regulations are needed if
measurements from various nodes are significantly diverse or
have an abnormalmaximum/minimum/average.Meanwhile,
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Figure 3: Implemented prototypes of nodes: (a) sensor node and (b) actuator node.
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Figure 4: An empirical relationship between PPD with PMV.
rearrangement of permanent ventilation is needed if long-
term measurements have an abnormal average or a high SD.
Based on long-term measurement, the system can intro-
duce occupancy prediction algorithms to make control deci-
sions before condition of the environment changes. For
example, ventilation can be enhanced for a while just before
working hours. However, this is beyond the scope of this
paper and it is part of our future research.
3.5. Communications between Nodes. Sensor messages (i.e.,
messages from sensor nodes) and actuator messages (i.e.,
messages to actuator nodes) are sent through the wireless
network. Explanations of messages in the system are shown
in Table 3. Generally, a sensor message contains its sen-
sor node number, measurement readings, and a checksum.
Meanwhile, urgent messages contain reserved action codes
to indicate abnormal conditions, such as sensor failures.
An actuator message contains the recipient actuator node
number, action code, and a checksum.
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−2
0
2
PM
V
Ambient air temperature (∘C)
(a)
10 20 30 40 50 60 70 80 90
0.2
0.4
0.6
Relative humidity
PM
V
(b)
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0.2
0.3
Relative air velocity (m/s)
PM
V
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Figure 5: An empirical relationship between PMV and various
PMVparameters: (a) ambient air temperature, (b) relative humidity,
and (c) relative air velocity.
For reliable communications, a message acknowledge-
ment mechanism and a disconnection alarm have been
introduced, such that the system can notify technicians for
diagnosis if the node is not working. For example, if a
sensor node cannot successfully transmit messages to the BS,
the sensor node will be self-classified as “disconnected.” In
addition, if the quality of transmission is continuously low
(e.g. link quality indicator (LQI) < 200), the sensor node is
classified as “poorly connected.” At the same time, the BS also
monitors the traffic of communications between nodes.
3.6. Habit-Based Mechanisms for Power-Aware Control. Sen-
sor nodes and actuator nodes are mainly powered by 7.2V
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Table 3: Explanation of a node message {A, B, C, D}.
Source Destination Channel A B C D Purpose
Sensor node BS One to one Node no. Temperature RH Checksum Measurement reporting
Sensor node BS One to one Node no. Event code Checksum — Urgent/error messages
Sensor node BS One to one Node no. Checksum — — Acknowledgement
Sensor node Actuator node One to one Node no. Action code Checksum — Actuator operation (urgent)
BS Actuator node One to one Node no. Action code Checksum — Actuator operation (general)
BS Actuator nodes Broadcast Node no. Action code Checksum — Actuator operation (urgent)
Actuator node BS One to one Node no. Checksum — — Acknowledgement
For example, {1, 23, 60, 84}: “sensor node 1: temperature = 23∘C; RH = 60%” For example, {1, 110, 111}: “sensor node 1: sensor failure”
For example, {101, 100, 201}: “actuator node A: turn on the fan” For example, {1, 23, 40, 39}: invalid message
3Ah battery packs that cannot be replaced frequently. In
addition, by changing the node into “sleeping mode” in
unnecessary situations, current consumption of the Zigduino
board can be reduced by >99%. (In other words, power
consumption can be significantly reduced.)Therefore, power-
aware control operations are the major concern in practice.
In the proposed system, habit-based operation control
mechanisms are introduced to sensor nodes and actuator
nodes. A summary of the configuration of duty cycle for
sensor nodes is shown in Table 4. To be specific, the control
mechanism of sensor nodes adjusts the duty cycle, based on
(i) long-term habits of laboratory activities,
(ii) existences of current laboratory activities,
(iii) existences of current abnormal environment condi-
tion,
(iv) the status of current node operation.
For example, if the environment does not change, the duty
cycle can be prolonged gradually until the duty cycle reaches
a predetermined maximum duty cycle. The maximum duty
cycle can be relaxed if there are no activities or abnormal
conditions in the laboratory. On the other hand, besides
the wireless transmitter, most parts in actuator nodes are
usually deactivated. Actuator nodes are only activated when
an interrupt is received from sensor nodes or the BS.
Besides the aforementioned control mechanisms, differ-
ent techniques have also been used in the proposed CPS
to avoid unnecessary power consumption, including the
following.
(i) Sensors are switched on only when an interrupt from
the microcontroller is received.
(ii) Measurement data from sensors are verified in the
sensor node via checksum verification before trans-
mission, such that sensor nodes only transmit mean-
ingful information to the network.
(iii) A message acknowledgement mechanism and a dis-
connection alarm are introduced to avoid nonmean-
ingful and irrelevant communications in the wireless
network.
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Figure 6: Obtained readings in an abnormal situation, with an
actuator and without an actuator: (a) temperature and (b) relative
humidity.
4. Evaluation of the System Performance
4.1. Detecting and Regulating Abnormal Environment Condi-
tions in the Laboratory. Sensor readings had been analyzed to
detect the onset of thermal comfort deterioration and restore
the laboratory environment to a comfortable level, in a real-
time manner. Measured readings and calculated indicators
(i.e., PMV and PPD) in an abnormal condition are shown
in Figures 6 and 7. In the study, a water vapor source had
been placed at Time (I) near the sensor, in order to imitate
a hot and humid environment. The source is then removed
at Time (III). Based on received messages, the BS noticed the
urgent abnormal condition at Time (II) because PMV > 1.5.
Therefore, the electrical fan of the actuator node had switched
on to provide adequate air ventilation for regulation. After
five seconds, PMV had been decreased from 2.15 (“warm”)
to 1.25 (“slightly warm”) and thus the environment had
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Table 4: Adjustments of sensor nodes’ duty cycle.
Condition Laboratory activities Initial duration (sec.) Increment of duration ineach time step (sec.)
Maximum
duration (sec.)
Normal Existed 15 5 30
Normal Not existed 30 10 300
Abnormal Existed 5 0 5
Abnormal Not existed 5 5 60
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Figure 7: Obtained readings in an abnormal situation, with an
actuator and without an actuator: (a) PMV and (b) PPD.
been regulated. Compared to the original environment, the
regulated environment had a similar temperature, as well as a
slightly higher RH and PMV. On the other hand, if the venti-
lation was not introduced by the CPS, temperature and PMV
would have been raised to 43∘C and 5.33 (“extremely hot”),
respectively. These parameters showed that the conditions
of the environment deteriorated and significantly affected
the performance of human activities, which could eventually
impact negatively the safety of people in the laboratory. This
example shows that the proposed CPS can effectively detect
and restore deteriorations of thermal comfort (and other
physical quantities).
In the second example, the CPS with five sensor nodes
and three actuator nodes has been used for analysis. Positions
of deployed nodes are shown in Figure 1. In this case, a
hot water vapor source had been placed between node 1
and node 2 to imitate a warm and humid environment.
Measured data are shown in Figure 8. This information had
been analyzed by the BS instantly. Based on the analyzed
information, the system discovered that (i) measurements
from nodes were diverse and (ii) although the condition did
not create any instant danger, the room condition had been
deteriorated gradually.Therefore, actuatorswere switched on,
and a notification was sent to relevant personnel.
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Figure 8: Readings of temperature and relative humidity obtained
from sensor nodes in abnormal conditions.
4.2. Large-Scale Network Performance Analysis. The system
collected 27.78-hour communication traffic for the evaluation
of network performance. In the evaluation, a sensor node, an
actuator node, and a BS had been deployed. In the study, 31412
messages had been collected. Results are shown in Table 5, in
terms of system reliability (proportion of valid communica-
tion) and quality of received packets (link quality indicators
(LQI)). Results indicate the system had successfully delivered
a high proportion of valid transmissions in spite of dynamic
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channel conditions. Furthermore, all received messages have
been verified by the checksum; therefore, all messages for
processing are valid and meaningful.
4.3. Power Consumption of the Sensor Node with the Habit-
Based Control Mechanism. The habit-based control mecha-
nism had been evaluated by an example shown in Figure 9.
In each cycle, the sensor node as well as the actuator node
switched on and off based on the determined duty cycle. In
the 1.8-hour surveillance example, there were (i) laboratory
activities from 0 seconds to 200 seconds and the last 180
seconds (periods (a) and (b)) and (ii) abnormal conditions
in the laboratory from 170 seconds to 770 seconds (periods
(b) and (c)). The sensor node with the adaptive sensing
configuration switched on 63 times and consumed 945 J for
operations with a short delay in the detection of events.
Meanwhile, in the fixed-schedule sensing configuration (i.e.,
sensing for every five seconds and sleeping otherwise), the
sensor node switched on 1296 times and consumed 19290 J.
The node without any sleeping operations consumes 50154 J.
The excessive power consumption is caused by unnecessary
measurements in low-risk situations (e.g., periods with no
human laboratory activities). On the other hand, the actuator
nodes had been switched on between periods (b) and (c).
During the operation, 64.8 J and 533.68 J had been consumed
by the actuator node (without the actuator) and the actuator,
respectively. This example shows that the proposed mecha-
nism can effectively prolong the lifetime of nodes and the
system. Thus, the system can be placed in areas without
continuous power supply.
The regulation is not affected by the slow-changing envi-
ronment, because (i) performance of sensor node measure-
ment is not affected by the environment and (ii) computation
algorithms in Section 3.3 are processed based on absolute
readings. Furthermore, the control mechanism in Section 3.6
can be adjusted based on long-term habits of laboratory
activities and environments. In summary, the system can
perform accurately in slow-changing environments.
Table 5: System reliability and network reliability in the CPS.
Source Destination Systemreliability LQI (Max: 255)
Sensor BS 96.24% 251
Sensor Actuator 96.88% 255
BS Sensor 95.38% 250
BS Actuator 96.67% 221
Actuator Sensor 94.76% 221
Actuator BS 90.98% 178
5. Conclusion
This paper presents a deployment framework of CPS for pro-
viding intelligent laboratory services in schools. Techniques
have been proposed for addressing issues of power-aware
adaptive control, distributed computations between nodes
and BS, and low-volume and reliable data communication.
Evaluations showed that the deployed CPS can regulate the
thermal comfort. The developed system can also be used to
regulate other relevant physical quantities shown in Table 1,
for a comprehensive smart laboratory environment.
We believe that this research is confined not only to lab-
oratories and schools but also to many similar environments
such as offices, hospital rooms, and factory workshops.These
environments are important to any urban city. If we are to
develop smart cities, we need to look at both small and
large-scale systems that are easily deployable, noninvasive,
economical, effective, and energy efficient. Our smart CPS for
small environments shows we can satisfy all these conditions.
In the future we want to pursue our study in following
directions:
(i) introducing energymanagement andharvesting tech-
nologies for long-term self-powered operations,
(ii) introducing prediction algorithms to make con-
trol decisions before condition of the environment
changes,
(iii) building a comprehensive smart environment for
learning in schools and manufacturing in industries.
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